
A1 1. Drawings M‐600, M‐601 and M‐602 ‐ Chillers are 
specified to be Daikin McQuay. Are chillers flat 
specified to be Daikin, or will alternates such as a 
Multistack Maglev R134a chiller be acceptable if 
performance and specification can be met? 

 Daikin McQuay is not specified; it was used 
as the basis of design. Other Chillers that 
meet the specifications and plans including all 
architectural, mechanical, electrical, and 
structural details to include all scheduled 
performance and the job design.                     

N/A

A2 2. Drawings M‐600, M‐601 and M‐602 ‐ Will 
alternates utilizing conventional, non maglev 
centrifugal compressors with R123 refrigerant
manufactured by Trane be acceptable if performance 
can be met?

 No. N/A

A3 3. Drawings M‐600, M‐601 and M‐602 ‐ Air Handling 
units are specified to be Mcquay. Are chillers flat 
specified to be Mcquay, or will
alternates such as Trane performance Climate 
Changer be acceptable if performance and 
specification
can be met?

 Daikin McQuay is not specified; it was used 
as the basis of design. Other Chillers that 
meet the specifications and plans including all 
architectural, mechanical, electrical, and 
structural details to include all scheduled 
performance and the job design.                     

N/A


